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CHAPTER 1

GENERAL

11 Purpose

This manual provides design criteria for water

storage requirements at military facilities gives a

typical design analysis for tanks and reservoirs

and provides guidance on the procedures to befollowed
in selecting sites for such storage works

The manual covers requirements for treated water

storage in the distribution system but not the

storage requirements for raw water supplies or

fire deluge systems This manual is applicable to

all elements of the Army and Air Force planning

and designing water storage facilities at fixedinstallations
12 Objectives of Storage

a Flow requirements Storage should meet peak

flow requirements equalize system pressures and

provide emergency water supply The water supply

system must provide flows of water sufficient in

quantity to meet all points of demand in thedistributionsystem To do so the source must produce

the required quantity and quality pressure levels

within the distribution system must be high

enough to provide suitable pressure and waterdistributionmains must be large enough to carry

these flows It is usually inefficient anduneconomical
to construct the treatment plant and

pumping stations sufficiently large to meet the

largest anticipated water demands A watertreatmentplant is less efficient if flow rates through

the plant are rapidly varied Water storagefacilitiesare constructed within a distribution network

to meet the peak flow requirements exerted on the

system and to provide emergency storage

b Cost At times it is desirable to know the cost

of constructing water storage for fire protection In

such cases only the actual fire flow for the fire

period will be used in establishing theproportionateshare of the total cost of storage Cost of that

portion of the storage required for concurrentdomesticindustrial or special demands that cannot

be curtailed during the fire period will not be

charged to fire protection

c Meeting peak flow requirements Water supply

systems must be designed to satisfy maximumanticipatedwater demands The peak demandsusuallyoccur on hot dry summer days when larger

than normal amounts of water are used forwateringlawns and washing vehicles and equipment In

addition most industrial processes especially

those requiring supplies of cooling waterexperiencegreater evaporation on hot days thusrequiringmore water The water treatment plant can

operate at a relatively uniform rate throughout

the day of maximum demand if enough storage is

available to handle variations in water use The

necessary storage can be provided in elevated

ground or a combination of both types of storage

d Distribution system pressures

1 System pressure requirements

a Minimum pressures Water distribution

system including pumping facilities and storage

tanks or reservoirs should be designed so that

water pressures of at least 40 lbin
2

at ground

level will be maintained at all points in the

system including the highest ground elevations in

the service area Minimum pressures of 30 lbin
2

under peak domestic flow conditions can betolerated
in small areas as long as all peak flowrequirementscan be satisfied During firefighting

flows water pressures should not fall below 20 lb

in
2
at the hydrants in new systems Thisrequirementdoes not constitute justification for changing

existing storage facilities solely for the purpose of

increasing residual pressures to 20 psi Refer to

TM 5813 6AFM 8810 Vol 6 for additional

guidance on minimum residual pressures for fire

flow

b Maximum pressure Maximum water

pressures in distribution mains and service lines

should not normally exceed 75 lbin
2

at ground

elevation Static pressures up to 100 lbin
2

can be

tolerated in distribution systems in smalllowlyingareas Higher pressures require pressurereducingvalves on feeder mains or individualservice
lines to restrict maximum service pressures to

75 lbin
2

c Multiple pressure levels If an extensive

area has pressures higher than 75 lbin
2
or lower

than 40 lbin
2

under a single pressure levelconfiguration
it may be appropriate to divide the system

into two or more separate areas each havingdifferentpressure levels Within each level pressures

within the distribution system should range from

40 to 75 lbin
2
at ground elevation

2 Pressure distribution with elevated storage

a Elevated storage within the distribution

system permits distribution pumps at thetreatmentplant to operate at uniform rates

11



b The usefulness of elevated storage is

shown in figure 11 The system illustrated in

figure 11 A without

storage at the plant

system demand rates in

tion rate assuming the

elevated storage requires

sufficient to provide for

excess of the plant

producplant
is operated at auniformrate The pump station forces water into the

service main through which it is carried to three

load areas A B and C Since all loads on the

system are met without the use of elevatedstoragethe pump station must be capable ofsupplyingthe peak rates of water use to Areas A B and

C simultaneously while maintaining the water

pressure to Area C at a sufficient level Theminimumrecommended pressure in the distribution

system under peak nonemergency flow conditions

is 40 lbin
2

Figure llB assumes theconstruction
of an elevated storage tank on the service

main between Areas B and C with peak loads in

Area C and part of the peak load in Area B being

satisfied from this tank The elevation of the tank

ensures adequate pressures within the system The

storage in the tank is replenished when waterdemandsare low and the pump station can fill the

tank while still meeting all flow and pressurerequirements
in the system The figure 11 Barrangementreduces required capacity of thedistributionpumps

c Most elevated storage

the distribution system That is

tanks ?float? on

the elevated tank

is hydraulically connected to the distribution

system and the volume of water in the tank tends

to maintain system pressures at a uniform level

When water use is high and pumping facilities

cannot maintain adequate pressures water isdischargedfrom elevated tanks Conversely when

water use is low the pumps which operate within

a reasonably uniform head capacity range supply

excess water to the system and the elevatedstorage
is refilled

e Provision of emergency water supplies

1 Firefighting flows This demand can occur

at any time but may well coincide with other

large water demands on the system Necessary

flows for firefighting purposes are as given in TM
5813 6AFM 88 10 Vol 6 and TM 5813 7AFM
8810 Vol 7 Storage and distribution facilities

will include capacity for required firefighting flows

at adequate pressures at any point of theinstallation
2 Other emergencies Water storage mustprovidean emergency supply of water in the event

the water treatment plant distribution pumps or

a principal transmission main is out of service

The amount of emergency storage requireddependson the reliability of the system and the

extent of other safeguards incorporated into the

system ie finished water interconnections with a

municipality for either normal or emergency use
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TYPES OF

21 General

Required storage capacity at military installations

is met by use of elevated or ground storageElevatedstorage feeds the water distribution system

by gravity flow Storage which must be pumped

into the system is generally in ground storage

tanks Clearwell storage which is usually part of a

water treatment plant is not included incomputingstorage unless sufficient firm pumpingcapacity
is provided to assure that the storage can be

utilized under emergency conditions and then

only to the extent of storage in excess of the 24
hour requirements of the treatment plantClearwellstorage is used to supply peak water demand

rates in excess of the production rate and toprovidea reservoir for plant use filter backwash

supply and water supply to the system for short

periods when plant production is stopped because

of failure or replacement of some component or

unit of treatment

22 Ground Storage

? a General Ground storage is usually located

remote from the treatment plant but within the

distribution system Ground storage is used to

reduce treatment plant peak production rates and

also as a source of supply for repumping to a

higher pressure level Such storage for repumping

is common in distribution systems covering a large

area because the outlying service areas are

beyond the range of the primary pumpingfacilities
b Type Ground storage tanks or reservoirs

below ground partially below ground orconstructedabove ground level in the distribution

system may be accompanied by pump stations if

not built at elevations providing the required

system pressure by gravity However if theterrainpermits this design location of ground tanks

at elevation sufficient for gravity flow is preferred

Concrete reservoirs are generally built no deeper

than 20 25 feet below ground surface If rock is

present it is usually economical to construct the

storage facility above the rock level In a single

pressure level systems ground storage tanks

should be located in the areas having the lowest

system pressures during periods of high water use

In multiple pressure level systems ground storage

tanks are usually located at the interface between

pressure zones with water from the lower pressure

STORAGE

zones filling the tanks and being passed to higher

pressure zones through adjacent pump stations

23 Elevated Storage

a General Elevated storage is provided within

distribution system to supply peak demand rates

and equalize system pressures In general elevated

storage is more effective and economical than

ground storage because of the reduced pumpingrequirementsand the storage can also serve as a

source of emergency supply since system pressure

requirements can still be met temporarily when

pumps are out of service

b Type The most common types of elevated

storage are elevated steel tanks and standpipes

An example of a conventional elevated steel tank

is given in figure 2?1 In recent years elevated

tanks supported by single pedestals such as shown

in figure 2?2 have been constructed whereesthetic
considerations are an important part of the

design process See American Water WorksAssociationD100 Standard for Welded Steel Tanks for

Water Storage app A
c Standpipe A standpipe is a tall cylindrical

tank normally constructed of steel or reinforced

concrete Only the portion of the storage volume of

a standpipe that meets the requirements of d

below is considered useful storage for pressure

equalization purposes The lower portion of the

storage acts to support the useful storage and to

provide a source of emergency water supply

d Elevated storage Elevated storage tanks

should be located in the areas having the lowest

system pressures during intervals of high water

use to be effective in maintaining adequate system

pressures and flows during periods of peak water

demand These are those of greatest water demand

or those farthest from pump stations Elevated

tanks are generally located at some distance from

the pump station s serving a distribution pressure

level but not outside the boundaries of the service

area unless the facility can be placed on a nearby

hill Additional considerations for siting ofelevatedstorage are conditions of terrain suitability of

subsurface soil and or rock for foundationpurposesand hazards to lowflying aircraft Elevated

tanks are built on the highest available ground up

to static pressures of 75 lbin
2

in the system so as

to minimize the required construction cost and

heights

21
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CHAPTER 3

DETERMINATION OF CAPACITY REQUIREMENTS

31 Total Storage Requirements

The amount of water storage provided willconformto the requirements set forth herein Request

for waivers to depart from these requirements will

be forwarded to HQDA DAEN ECEG WASH DC
20314 for Army projects and to HQ USAFLEEEU
WASH DC 20332 for Air Force projects

a All military installations In general total

storage capacity including elevated and ground

storage will be provided in an amount not less

than the greatest of the following items para 3
2

Item 1 Fifty percent of the average

total daily domestic requirements plus all

industrial requirements This will provide

minimum operational storage needed to

balance average daily peak demands on

the system and to provide an emergency

supply to accommodate essential water

needs during minor supply outages of up

to a one day duration For the purposes of

this item essential water needs do notincludethe fire demand

Item 2 The fire demand The fire

demand is the required fire flow needed to

fight a fire in the facility including water

required to support fire suppressionsystemswhich constitutes the largestrequirement
for any facility served by the

water supply system calculated IAW TM
5813 6AFM 8810 Vol 6 plus 50percent

of the average domestic demand rate

plus any industrial or other demand that

cannot be reduced during a fire period

This amount will be reduced by the

amount of water available underemergency
conditions during the period of the

fire TM 5813 lAFM 88 10 Vol 1
NOTE

The fire demand quantity must bemaintained
in storage for fire protection at all

times except following a fire fightingoperationwhen the fire demand quantity would

be depleted It is recognized that during

daily periods of peak consumption due to

seasonal demands the amount of water in

storage will be less than full storagecapacityhowever conservation methods

will be instituted to prevent drawdown of

water in storage below the fire demand

quantity Water storage greater than the

amount determined by the largest of

Items 1 2 or 3 may be required because

of appropriate adjustments for emergency

water quantity or other applicable factors

however this must be substantiated by

actual data on a repeated annual basis

documenting the low storage levelsoccurringduring normal peak demand

Item 3 The sum of Items 1 and 2

above that is the sum of fifty percent of

the average total daily domesticrequirements
all industrial requirements for an

average day which cannot be shut off

during emergency conditions and therequired
fire demand The sum of the above

items will be reduced by the amount of

water available in 24 hours underemergencyconditions This will providemaximumstorage where emergency water

supply is a minimum over a 24 hour

period or a supply main outage wouldsignificantly
affect overall supply conditions

The most economical alternative formeetingthe water storage requirements will

be selected in all cases Installation ofadditionalemergency pumping facilitiesadditionalwater supply connections drilling

additional wells or other modifications to

the water system which will be more cost

effective than increasing storage capacity

will be developed

b Special considerations The amount of storage

required for plant and special projects will be

based on industrial domestic and fire protection

requirements Each project will be considered on

the basis of specific need Hospital storagefacilities
will be designed in accordance with the latest

edition of the Joint Commission Accreditation

Manual for Hospitals American HospitalAssociation
c Amount of water available under emergency

conditions

1 The amount of water available underemergency
conditions is considered to be that available

from auxiliary powered pumps during electriccurrentoutage from electric motor driven pumps

with the largest pump out of service from one or

more supply mains with the main of greatest ca
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pacity out of service or from the water treatment

plant with one filter out of service Normally the

capacity of the clearwell storage at the treatment

plant will not be considered part of the required

storage

2 Where the water supply is obtained from

wells all of which are equipped with standby

power and located within the distribution system

the emergency supply will be considered as the

quantity available from all but one of the wells

Where one well has a capacity greater than the

others that one will be assumed out of service

Where only 50 percent of the wells have standby

power the emergency supply will reconsidered as

the quantity available from the wells having

standby power

3 Where the project is supplied from adependable
existing source such as a municipal

system with adequate storage and standbyfacilitiesthrough supply lines not subject to damage by

floods high pressure or other unusual conditions

the amount of water available under emergency

conditions is that obtainable with the largestconnectioninoperative

4 Where the supply is delivered through a

single supply main the maximum amount ofstorage
as determined in paragraph 3la will beprovided
5 Where the peak demand for water isavailable
at adequate residual pressure through two or

more lines while the line having the greatestcapacity
is out of service no storage will be required

6 Where the peak demand for water isavailablethrough two or more lines but is not available

if the line having the greatest capacity is out of

service storage will be required The quantity of

water available under emergency conditions with

the line of greatest capacity out of service will be

considered in calculating the amount of storagerequired
d Irrigation requirements Where irrigationrequirementsare justified in arid or semiaridregionssuch irrigation quantities will be included as

an industrial requirement of Items 1 2 and 3 of

subparagraph 3la and not as a domesticrequirementWater requirements may be increased above

those indicated in TM 5630 for Army installations

provided that the increased rates can besubstantiatedby a local or regional Soil ConservationService
or recognized local authority as the minimum

rate to sustain lawn type turf Irrigationrequirements
for Air Force installations should besubstantiatedby a local or regional Soil Conservation

Service or recognized local authority as theminimumrate to sustain lawn type turf

32 Elevated Storage Capacity

The total elevated storage capacity at all military

installations except plant and special projects

should not be less than the amount determined in

paragraph 3la Item 2 nor less than 50 percent of

the total required storage unless specialconditions
prevail which would negate the need for such

storage For projects with design populations of

10



CHAPTER 4

DESIGN AND CONSTRUCTION OF WATER STORAGE FACILITIES

41 Reservoir Covers

All treated water reservoirs must be covered to

prevent contamination by dust birds leaves and

insects These covers will be insofar as possible

watertight at all locations except vent openings

Special attention should be directed toward

making all doors and manholes watertight Vent

openings must be protected to prevent the entry of

birds and insects and vent screens should be kept

free of ice or debris so that air can enter or leave

the reservoir area as temperature and water levels

vary All overflows or other drain lines must be

designed so as to eliminate the possibility of flood

waters or other contamination entering thereservoirReservoir covers also protect the stored water

from sunlight thus inhibiting the growth of algae

Further prevention of algae growth or bacterial

contamination due to the depletion of the chlorine

residual can be obtained by maintaining sufficient

flow through the reservoir so that water in the

reservoir does not become stagnant Minimal flows

through the reservoir also help to prevent ice

buildup during cold periods

42 Altitude Valves

All storage tanks will be provided with altitude

valves to prevent overflows These altitude valves

will be installed in concrete pits having provision

for draining either by gravity or pumping Drains

will not be connected to sanitary sewers Every

precaution will be taken to prevent the collection

of water from any source in valve pits

43 Instrumentation and Control

Storage measurements are used for monitoringinventoryand system controls Elevated and ground

storage measurements will be made by pressure

sensitive instruments directly connected by static

pressure lines at points of no flow Underground

storage measurements will be made by air bubbler

back pressure sensitive instruments or by float

actuated

instruments The direct pressuremeasurements
of elevated tanks will be suppressed toreadoutonly the water depth in the elevated bowl

High and low level pressure sensitive switches will

be used for alarm status monitoring and for pump
cut off controls Intermediate level switchespressureor float actuated will be used for normal

pump controls Metering monitoring and pump

control requirements at some point remote from

storage must use level telemetering instruments

Telemetering over local direct wirecommunications
facilities will use 15 second time duration or

impulse duration telemetering equipmentTelemeteringover leased telephone lines often requires

the introduction of a tone transmitter and receiver

keyed by the time impulse telemeteringequipmentHigh storage level will initiate theshutdown
of supply pumping units and actuation of an

overflow alarm in that order Low storage level

will initiate startup of supply pumping or well

pumping units or distribution pumping unitshutdown
44 Disinfection

Potable water storage facilities associated piping

and ancillary equipment must be disinfected

before use Disinfection will be accomplishedfollowingprocedures and requirements of American

Water Works Standard D105 In no event will any

of the above equipment or facilities be placed in

service prior to verification by the supportingmedicalauthority by bacteriological tests thatdisinfectionhas been accomplished

45 Design Analyses

The design analyses will set forth the basis by

which storage capacities and locations have been

determined Except where standard specifications

for tanks or towers are used the analyses will

show the method by which the structuraladequacy
of the unit has been determined

4 1



APPENDIX A

REFERENCES

A1 Government Publications

a Department of the Army
AR 11 28 Economic Analysis and

source Management
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Ground Maintenance and

Program Evaluation for

Reand
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TM 5813 5AFM 88 10 Vol 5 Water Supply Water Distribution Systems

TM 5813 6AFM 88 10 Vol 6 Water Supply Water Supply for Fire Protection
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D105 Disinfection of Water Storage Facilities
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APPENDIX B

TYPICAL DESIGN EXAMPLES

B1 General

The following typical design examples illustrate procedures to be followed in the determination of total

capacity requirements for water storage facilities at Army or Air Force installations

B2 Example No 1 Communications base permanent construction

a Effective population

b Water source Wells on post average yield 150 gal rein each

c Treatment Chlorination

e Well requirements

Total well yield Assuming 24 hourday well operation one well has sufficient yield to meet the required

daily demand rate of 130 gal rein However for firm production capability it is necessary to have two

wells each capable of 130 gal rein

Minimum pump requirement The dependable output of the source of Supply ie the two wells must be

equal to or greater than the required daily demand ?lhus each well Should be equipped with a 150 gal

pump Two reliable sources of electric service should be provided or one pump should be equipped with

both an electric motor and standby internal combustion engine The size and number of distribution

pumps required are related to the type size and location of storage facilities Provisions of elevatedstorage
will reduce the required pump capacity

f Storage requirement

B1



g Water main sizes The water distribution system will have mains of adequate size to meet peakdomesticdemand see TM 5813 lAFM 88 10 Vol 1 and pressure requirements at all locations General design

criteria for water mains is given in TM 5813 5AFM 88 10 Vol 5

B3

a

b

c

d

Example No 2 Permanent camp

Effective population

Nonresident Negligible

Resident
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B4 Example No 3 A barracks Type 1 Fire resistive construction unsprinkled facilities floor area

125
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